PUBLIC UTILITY DISTRICT NO. 1 OF CHELAN COUNTY

ADDENDUM NO. 1

BID NO. 19-86

ROCKY REACH INTAKE HEADGATES PROJECT

TO ALL BIDDERS:

The following modifications to the bidding documents for the above named project as originally issued on February 11, 2020, are hereby incorporated into said documents and shall be fully considered in preparation of proposals.

This Addendum will edit the Instructions to Bidders ITB-16 Bidder’s Data, Specific Requirements SR-2 Completion Schedule/Contract Time, several sections of Exhibit S Specifications and a drawing from Exhibit T Contract Drawings.

INSTRUCTIONS TO BIDDERS

ITB-16 BIDDER’S DATA

Delete:

2. The Steel fabricator manufacturing the gates shall be American Welding Society (AWS) and American Institute of Steel Construction (AISC) certified and shall have successfully completed the fabrication of at least two (2) gate projects similar in scope to that which is set forth in these Contract Documents.

Replace:

2. The Steel fabricator manufacturing the gates shall complete all fabrication per American Welding Society (AWS) standards. The fabricator shall be American Institute of Steel Construction (AISC) certified and shall have successfully completed the fabrication of at least two (2) gate projects similar in scope to that which is set forth in these Contract Documents.

SPECIFIC REQUIREMENTS

SR-2 COMPLETION SCHEDULE

Edit third sentence, sixth paragraph:

The Contractor shall not work after the hours of 5:00 p.m., before 7:00 a.m., or on Saturdays, Sundays or District holidays without the written consent of the Engineer.
EXHIBIT S – SPECIFICATIONS

Section 014600 – Inspections and Testing
1.7 Field Test
A. General, third paragraph

Delete:
Field tests shall be performed by personnel experienced in the type of test being performed under the direct supervision of Contractor’s Test Engineer.

Replace:
Field tests shall be performed by personnel experienced in the type of test being performed under the direct supervision of Contractor’s Test Engineer. Testing personnel shall be certified National Association of Corrosion Engineers (NACE) Inspectors.

Section 099000 – Painting and Coating
Part 1 – General
1.1 General Information

ADD:
H. Contractor’s testing inspector shall be National Association of Corrosion Engineers (NACE) certified.

Section 119000 – Hydraulic Gates and Valves/Intake Gates
Table of Contents
Part 2 – Product

Delete:
The first listing of 2.5 Selection of Tolerances

Delete:
2.5 Selection of Tolerances page 19 through 23 – in its entirety.

EXHIBIT T – CONTRACT DRAWINGS

Delete:

DWG. 0220-18GA-0005

Insert:

New Version of DWG. 0220-18GA-0005

END OF ADDENDUM NO. 1